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January 8, 2013

Ms. Mary Mattix

Port of Vancouver

3103 NW Lower River Road
Vancouver, WA 98660

Subject: Notification of Emergency Generator Engine Installation

Dear Ms. Mattix:

The Southwest Clean Air Agency (SWCAA) received your Small Unit Notification (SUN) on
January 4, 2013 for installation and operation of an emergency generator engine at 3103 NW Lower
River Road, Vancouver, WA. For administrative and tracking purposes SWCAA has assigned
tracking number SUN-033 to this notification. This notification was filed in accordance with
SWCAA 400-072 and applies to the installation of one emergency generator engine. The
emergency generator engine was identified as:

(1) 119.8 bhp (standby) propane-fired Ford model WSG-1068 engine to drive a 75 kW
(standby) generator set. The engine meets the emissions requirements of 40 CFR 60 Subpart
JJJJ. The generator set is a Cummins model GGHF.

SWCAA has completed a review of your notification and the associated support information and
has determined that the notification meets the requirements of SWCAA 400-072(2). Once installed,
affected equipment must maintain compliance with the requirements of SWCAA 400-072(4)(c)
"Emergency service internal combustion engines''. A copy of the relevant SWCAA 400-072
section is attached for your information.

Be advised that emission units installed pursuant to SWCAA 400-072 are subject to source
registration and periodic inspection. Registration fees for this equipment will be invoiced consistent
with SWCAA 400-100.

If you need further assistance or have any questions regarding these matters, please contact me at
(360) 574-3058 extension 130.

Sincerely,
Paul T. Mairose
Chief Engineer

Ouwr Mission: “1o Preserve and Enbance Air Quality in Soutlwest Washington”
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